
Water System: Greater Vernon Water Sampling Point: Allenby PS

Source: Kalamalka Lake Date of Sample: March 14, 2024

Parameter Result Guideline Unit

ALKALINITY (BICARBONATE, AS CACO3) 163 N/A mg/L

ALKALINITY (CARBONATE, AS CACO3) <1.0 N/A mg/L

ALKALINITY (HYDROXIDE, AS CACO3) <1.0 N/A mg/L

ALKALINITY (PHENOLPHTHALEIN, AS CACO3) <1.0 N/A mg/L

ALKALINITY (TOTAL, AS CACO3) 163 N/A mg/L

ALUMINUM (TOTAL) 0.0078 OG < 0.1 mg/L

ANTIMONY (TOTAL) <0.0002 MAC = 0.006 mg/L

ARSENIC (TOTAL) 0.00087 MAC = 0.01 mg/L

BARIUM (TOTAL) 0.0302 MAC = 2 mg/L

BERYLLIUM (TOTAL) <0.0001 N/A mg/L

BISMUTH (TOTAL) <0.0001 N/A mg/L

BORON (TOTAL) <0.05 MAC = 5 mg/L

CADMIUM (TOTAL) <0.00001 MAC = 0.007 mg/L

CALCIUM (TOTAL) 38.7 N/A mg/L

CHLORIDE 15.2 AO ≤ 250 mg/L

CHLORINE (FREE) 1.15 N/A mg/L

CHLORINE (TOTAL) 1.4 N/A mg/L

CHROMIUM (TOTAL) <0.0005 MAC = 0.05 mg/L

COBALT (TOTAL) <0.0001 N/A mg/L

COLOUR (APPARENT) <5.0 N/A ACU

COLOUR (TRUE) <5.0 AO ≤ 15 TCU

CONDUCTIVITY 435 N/A µS/cm

COPPER (TOTAL) 0.0106 MAC = 2 mg/L

CYANIDE (TOTAL) <0.002 MAC = 0.2 mg/L

DISSOLVED ORGANIC CARBON 4.19 N/A mg/L

FLUORIDE 0.27 MAC = 1.5 mg/L

HARDNESS (TOTAL, AS CACO3) 175 N/A mg/L

IRON (TOTAL) 0.013 AO ≤ 0.3 mg/L

LEAD (TOTAL) <0.0002 MAC = 0.005 mg/L

LITHIUM (TOTAL) 0.00578 N/A mg/L

MAGNESIUM (TOTAL) 19 N/A mg/L

MANGANESE (TOTAL) 0.00174 MAC = 0.12 mg/L

MERCURY (TOTAL) <0.00001 MAC = 0.001 mg/L

MOLYBDENUM (TOTAL) 0.00483 N/A mg/L

NICKEL (TOTAL) 0.00057 N/A mg/L

NITRATE 0.068 N/A mg N/L

NITRITE <0.01 N/A mg N/L

PHOSPHORUS (TOTAL DISSOLVED) 0.0078 N/A mg/L

PHOSPHORUS (TOTAL) <0.05 N/A mg/L

PH 8.09 7.0-10.5 pH units

POTASSIUM (TOTAL) 4.77 N/A mg/L

SELENIUM (TOTAL) 0.00097 MAC = 0.05 mg/L

SILICON (TOTAL, AS SI) 2.3 N/A mg/L

SILVER (TOTAL) <0.00005 N/A mg/L

SODIUM (TOTAL) 20.2 AO ≤ 200 mg/L

STRONTIUM (TOTAL) 0.445 MAC = 7 mg/L
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SULFUR (TOTAL) 17.1 N/A mg/L

SULPHATE 51.1 AO ≤ 500 mg/L

TELLURIUM (TOTAL) <0.0005 N/A mg/L

TEMPERATURE 8.3 N/A °C

THALLIUM (TOTAL) <0.00002 N/A mg/L

THORIUM (TOTAL) <0.0001 N/A mg/L

TIN (TOTAL) <0.0002 N/A mg/L

TITANIUM (TOTAL) <0.005 N/A mg/L

TOTAL DISSOLVED SOLIDS 241 AO ≤ 500 mg/L

TOTAL KJELDAHL NITROGEN 0.184 N/A mg/L

TOTAL ORGANIC CARBON 4.23 N/A mg/L

TUNGSTEN (TOTAL) <0.001 N/A mg/L

TURBIDITY 0.38 OG < 1 NTU

URANIUM (TOTAL) 0.0033 MAC = 0.02 mg/L

UV TRANSMITTANCE (FILTERED) 92.4 N/A % T

UV TRANSMITTANCE (UNFILTERED) 92 N/A % T

VANADIUM (TOTAL) <0.005 N/A mg/L

ZINC (TOTAL) <0.004 AO ≤ 5 mg/L

ZIRCONIUM (TOTAL) <0.0001 N/A mg/L

"<" = Less than the detection limit shown

N/A = No current guideline 

OG = Operational Guideline

MAC = Maximum Acceptable Concentration Guideline

AO = Aesthetic Objective Guideline
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