"\l REGIONAL
%> DISTRICT
NORTH

OKANAGAN

WATER METER
CHECK VALVE
ANGLE BALL VALVE

INSULATING FOAM DISK ——

TYPICAL RESIDENTIAL WATER METER PIT

MIN. 4 WIRE 24 AWG CABLE

PITERT

DATE
JUL. 2025

NOTES

1. Water meter shall be located not more than one metre
from the property line.

2. Water meter must be protected from vehicle fraffic.

3. Insulating disc material to be minimum of
R-14. dizk shall be tight sealed around edge with no free air
passage.

4_ERT securely mounted in pit above insulating foam disk.
5. Approved materials only.

6. Meter must be accessible without entering a Confined
Space.

(SEENOTE 4)

FITTED AND SEALED METER PIT COVER

(SEE NOTE 5)
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